Fire output NC Lock

NO Lock Door sensor input
Q) o
‘ — ]

-~

Add diode(Model ne.:4007)
on lock line to reduce lock’s
influence on access controller
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12V Power supply

220V input

Fire alarm input
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Exit input Reader

*MpumeyaHme: UBETOBaA MapKMPOBKa NPOBOAOB MOXKET OT/INYATbCA OT yKasaHHOM Ha cxeme. MoxKanyncra,
cneauTe 3a CoBnafeHMem KoLoBOM MapKUPOBKM 419 KOPPEKTHOIO NOAKIYEHMA YCTPOMCTBA



